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Holyrood Business Park 146 Duddingston Road West Edinburgh EH16 4AP
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Fire Warning System to comply with British Standard 5839: Part 1: 2013 (category M)

Firefighting Equipment to comply with BS5306: Part 8: 2012 Code of Practice for Selection &
Positioning and BS EN3 appropriate to risk

Emergency lighting to comply with BS5266: Part 1: 2011 (Non-maintained/Maintained) or
protected circuit (Escape Route Lighting)

Signs and Notices to comply with BS5499-4: 2000 Code of Practice for Escape Route Signing
and/or BS5499-10: 2006 Code of Practice for Fire Safety Signs

Furnishings to comply  with the Furniture & Furnishings (Fire Safety) Regs 1988 and pass the
BS5852: 2006 Ignition Sources (0-5 Test & Cigarette & Match Ignitability) Test

FIRE MASTER NOTES

Illuminated exit box with exit
signage, 3 hour maintained

Fire Alarm indicating panel

Fire alarm push

FAIP

Emergency lighting units
3 hour maintainedE

Smoke detector L2
To comply with BS 5839 Part 1: 2013SD

LEGEND

Fire extinguisher

Fire sound

Licensed area

Non Illuminated exit box with
exit signage
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